
N

Block H - Unit 310
Top floor, SWE
orientation



Block H - Unit 310   Top floor Block H - Unit 310   Top floor

Block H - Unit 310   Top floor



Block O - Unit 503 
Mid floor, SE orientation

Block O - Unit 505
Mid floor, SW
orientation

Block O - Unit 506
Mid floor, W orientation

N

Block O - Unit 504 
Mid floor, S orientation



N

Block O - Unit 903 
Top floor, SE orientation

Block O - Unit 904 
Top floor, SW
orientation

Block O - Unit 905
Top floor, W orientation



Block O - Units  903, 904,
905   Top floor

Block O - Units 904, 905
Top floor

Block O - Units  503, 504,
505   Mid floor

Block O - Units   505, 506
Mid floor

Block O - Unit 903
Top floor

Block O - Unit  503 
Mid floor
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APPENDIX A2 - CIBSE TM59 - PROFILES 
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Table 6: Occupancy profiles as per figure 1, CIBSE TM 59 profiles 

 

    
Peak Load 
(W/Person) 

Period 

  
No of 
People 

Sensible Latent 1 2 3 4 5 6 7 8 9 10 11 12 13 14 15 16 17 18 19 20 21 22 23 24 

Single 

bedroom 
occupancy 

1 75 55 0.7 0.7 0.7 0.7 0.7 0.7 0.7 0.7 1.0 1.0 1.0 1.0 1.0 1.0 1.0 1.0 1.0 1.0 1.0 1.0 1.0 1.0 1.0 0.7 

Double 

bedroom 

occupancy 

2 75 55 0.7 0.7 0.7 0.7 0.7 0.7 0.7 0.7 1.0 0.5 0.5 0.5 0.5 0.5 0.5 0.5 0.5 0.5 0.5 0.5 0.5 0.5 1.0 0.7 

Studio 

Occupancy 
2 75 55 0.7 0.7 0.7 0.7 0.7 0.7 0.7 0.7 1.0 1.0 1.0 1.0 1.0 1.0 1.0 1.0 1.0 1.0 1.0 1.0 1.0 1.0 1.0 1.0 

1-bed: 

living/kitche
n occupancy 

1 75 55 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 1.0 1.0 1.0 1.0 1.0 1.0 1.0 1.0 1.0 1.0 1.0 1.0 1.0 0.0 0.0 

1-bed: living 

room - 

occupancy 

1 75 55 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.8 0.8 0.8 0.8 0.8 0.8 0.8 0.8 0.8 0.8 0.8 0.8 0.8 0.0 0.0 

1-bed: 

Kitchen 

occupancy 

1 75 55 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.3 0.3 0.3 0.3 0.3 0.3 0.3 0.3 0.3 0.3 0.3 0.3 0.3 0.0 0.0 

2-bed: 

living/kitche
n occupancy 

2 75 55 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 1.0 1.0 1.0 1.0 1.0 1.0 1.0 1.0 1.0 1.0 1.0 1.0 1.0 0.0 0.0 

2-bed: living 

room - 

occupancy 

2 75 55 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.8 0.8 0.8 0.8 0.8 0.8 0.8 0.8 0.8 0.8 0.8 0.8 0.8 0.0 0.0 

2-bed: 

Kitchen 

occupancy 

2 75 55 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.3 0.3 0.3 0.3 0.3 0.3 0.3 0.3 0.3 0.3 0.3 0.3 0.3 0.0 0.0 

3-bed: 
living/kitche

n occupancy 

3 75 55 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 1.0 1.0 1.0 1.0 1.0 1.0 1.0 1.0 1.0 1.0 1.0 1.0 1.0 0.0 0.0 

3-bed: living 

room - 

occupancy 

3 75 55 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.8 0.8 0.8 0.8 0.8 0.8 0.8 0.8 0.8 0.8 0.8 0.8 0.8 0.0 0.0 
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Peak Load 

(W/Person) 
Period 

  
No of 

People 
Sensible Latent 1 2 3 4 5 6 7 8 9 10 11 12 13 14 15 16 17 18 19 20 21 22 23 24 

3-bed: 

Kitchen 

occupancy  

3 75 55 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.3 0.3 0.3 0.3 0.3 0.3 0.3 0.3 0.3 0.3 0.3 0.3 0.3 0.0 0.0 

Single 

bedroom 

equipment 

  80   0.1 0.1 0.1 0.1 0.1 0.1 0.1 0.1 1.0 1.0 1.0 1.0 1.0 1.0 1.0 1.0 1.0 1.0 1.0 1.0 1.0 1.0 1.0 0.1 

Double 
bedroom 

equipment 

  80   0.1 0.1 0.1 0.1 0.1 0.1 0.1 0.1 1.0 1.0 1.0 1.0 1.0 1.0 1.0 1.0 1.0 1.0 1.0 1.0 1.0 1.0 1.0 0.1 

Studio 

equipment 
  450   0.2 0.2 0.2 0.2 0.2 0.2 0.2 0.2 0.2 0.2 0.2 0.2 0.2 0.2 0.2 0.2 0.2 0.2 1.0 1.0 0.4 0.4 0.2 0.2 

Living/Kitche
n equipment 

  450   0.2 0.2 0.2 0.2 0.2 0.2 0.2 0.2 0.2 0.2 0.2 0.2 0.2 0.2 0.2 0.2 0.2 0.2 1.0 1.0 0.4 0.4 0.2 0.2 

Living room 

equipment 
  150   0.2 0.2 0.2 0.2 0.2 0.2 0.2 0.2 0.2 0.4 0.4 0.4 0.4 0.4 0.4 0.4 0.4 0.4 1.0 1.0 1.0 1.0 0.4 0.4 

Kitchen 
equipment 

  300   0.2 0.2 0.2 0.2 0.2 0.2 0.2 0.2 0.2 0.2 0.2 0.2 0.2 0.2 0.2 0.2 0.2 0.2 1.0 1.0 0.2 0.2 0.2 0.2 
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Table 18 : CIBSE TM 59 profiles 

 

 

 

 

 

Double Bedroom Occupancy 

 

 

 
Double Bedroom Equipment 

 

 

  
Single Bedroom Equipment 

 

 

 

 
Kitchen/ Living Room Occupancy  

 

  
 

Kitchen/ Living Room Equipment 

 

 
 

Single Bedroom Occupancy 

 

 

 
 

Lighting 

 

 

 

 
 

MVHR Ventilation 
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APPENDIX A3 - OPENABLE WINDOWS 
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      Figure 34: Typical Openable windows drawing 

 

 

 

 

 

 

 

Figure 35: Block O - unit 904 – Opening setup 


